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ELECTRICAL LEGEND

ELEC

TRICAL ABBREVIATIONS

E

LECTRICAL NOTES

SINGLE POLE MAG MAGNETIC STARTER ALL WORK SHALL COMPLY WITH APPLICABLE NATIONAL,
1PH SINGLE PHASE MAN MANUAL STARTER STATE, LOCAL CODES, FEDERAL AND STATE REGULATIONS,
$ SwWITCH P SINGLE RECEPTACLE N FIRE ALARM PULL STATION 2P TWO POLE MATV MASTER ANTENNA TELEVISION SYSTEM AND ALL REQUIREMENTS OF THE LOCAL AUTHORITIES HAVING
$3 THREE WAY WALL SWITCH q:P DUPLEX RECEPTACLE D<] FIRE ALARM HORN §‘\:/)V ¥ﬁROE\éWE%LE Méx MQé:’lMAUN'\fCAL CONTRACTOR JURISDICTION.
DUPLEX RECEPTACLE 6" ABOVE COUNTER OR 3PH THREE PHASE MCA MINIMUM CIRCUIT AMPACITY 2. THE CONTRACTOR SHALL VISIT THE SITE TO DETERMINE THE
$. FOUR WAY WALL SWITCH N BACKSPLASH OR AT HEIGHT INDICATED MK FIRE ALARM HORN - CEILING 3w THREE WIRE MCB MAIN CIRCUIT BREAKER FULL EXTENT OF WORK, AND PROJECT CONDITIONS, AND
4W FOUR WIRE MCC MOTOR CONTROL CENTER SHALL BE FAMILIAR WITH THE LOCAL CONDITIONS AND
$ DIMMING SWITCH # DOUBLE DUPLEX RECEPTACLE [ k- FIRE ALARM HORN STROBE MDP MAIN DISTRIBUTION PANEL CODES RELATING TO THE WORK. FAILURE TO DO SO WILL
SUITCH-BOX STYLE DUAL TECHNOLOGY GCCUPANGY A AMPERE MH MANHOLE NOT RELIEVE THE CONTRACTOR OF THE OBLIGATIONS OF THE
SNSOR 1) TOP SWITCHED DUPLEX RECEPTACLE Of ko FIRE ALARM HORN STROBE - CEILING AC ALTERNATING CURRENT MIN MINIMUM CONTRACT.
AFF ABOVE FINISHED FLOOR MOCP MAXIMUM OVERCURRENT PROTECTION
WALL /CEILING MOUNT DUAL TECHNOLOGY @ SPECIAL PURPOSE OUTLET 0 FIRE ALARM STROBE AHJ AUTHORITY HAVING JURISDICTION MLO MAIN LUG ONLY 3. THE CONTRACTOR SHALL NOTIFY THE ARCHITECT AND
OCCUPANCY SENSOR AIC AMPERE INTERRUPTING CAPACITY MTD MOUNTED ENGINEER IN WRITING OF ANY EQUIPMENT, MATERIALS,
CEILING MOUNT DUAL TECHNOLOGY OCCUPANCY o DUPLEX FLOOR OUTLET ol e FIRE ALARM STROBE - CEILING ALT ALTERNATE MTG MOUNTING INSTALLATIONS, ETC., THAT ARE DEFICIENT OR IN VIOLATION
SENSOR AMP AMPERE MTS MANUAL TRANSFER SWITCH OF LOCAL CODES AND REGULATIONS.
DAYLIGHT SENSOR B DOUBLE DUPLEX FLOOR OUTLET FIRE ALARM SPEAKER ARCH ARCHITECT MV MEDIUM VOLTAGE
ATS AUTOMATIC TRANSFER SWITCH 4. THE CONTRACTOR SHALL FURNISH AND INSTALL ALL
AV AUDIO VISUAL NAC NOTIFICATION APPLIANCE CIRCUIT REQUIREMENTS, ETC., NECESSARY FOR A COMPLETE AND
— SURFACE MOUNT LIGHT FIXTURE A NC NORMALLY CLOSED FULLY OPERATIONAL ELECTRICAL SYSTEM/INSTALLATION.
® CEILING MOUNTED DUPLEX RECEPTACLE FIRE ALARM SPEAKER STROBE BLDG BUILDING NEC NATIONAL ELECTRICAL CODE
C— SURFACE MOUNT LIGHT FIXTURE - EMERGENCY N T LA BKR BREAKER NF NON-FUSIBLE 5. THE CONTRACTOR SHALL PERFORM WORK IN ACCORDANCE
@ CEILING MOUNTED DOUBLE DUPLEX RECEFTACLE FIRE ALARM SPEAKER STROBE - CEILING NFPA NATIONAL FIRE PROTECTION AGENCY WITH THESE DRAWINGS. WHERE MORE STRINGENT
C CONDUIT OR CONTACTOR NFSS NON-FUSED SAFETY SWITCH REQUIREMENTS ARE SET FORTH BY THE ARCHITECTURAL
L] PENDENT DIRECT/INDIRECT (LENGTH AS INDICATED) © POKE THRU g FIRE ALARM BELL CAB CABINET NIC NOT INCLUDED IN CONTRACT DRAWINGS OR LOCAL CODES AND REGULATIONS, THE
CAP CAPACITY NL NIGHT LIGHT GREATER REQUIREMENTS SHALL GOVERN. ANY DEVIATIONS
F—— STRIP/INDUSTRIAL FIXTURE [e] PUSH BUTTON ) FIRE ALARM HEAT DETECTOR CAT CATALOG NO NORMALLY OPEN FROM THESE DRAWINGS SHALL BE RECORDED AND PROVIDED
I:I 2%t SURFACE MOUNT FIXTURE CONER POLE 5 o oL AR SHOKE DETECTOR ggw g:_ROCSLg[T) E:TQECAU%RTELEVISION ELS ESRT?J NS,(%‘ALE IN WRITING TO THE ARCHITECT AND ENGINEER.
D CANDELA 6. THE ELECTRICAL DRAWINGS ARE DIAGRAMMATIC AND THE
S 2X4 RECESSED FIXTURE D JUNCTION BOX O5— FIRE ALARM DUCT DETECTOR CFL COMPACT FLUORESCENT LAMP oc ON CENTER CONTRACTOR SHALL INSTALL EQUIPMENT TO MEET THE FIELD
CKT CIRCUIT oD OUTSIDE DIAMETER CONDITIONS WITH COORDINATION FROM APPROVED SHOP
|: 2X4 RECESSED FIXTURE - EMERGENCY -5 o CIRCUIT BREAKER FIRE ALARM FLOW SWITCH CLG CEILING oL OVERLOAD DRAWINGS.
COAX COAXIAL CABLE 0S OPTIONAL STANDBY OR
== LINEAR WALL BRACKET - FUSE FIRE ALARM TAMPER SWITCH CONT CONTINUE OCCUPANCY SENSOR 7. THE CONTRACTOR SHALL COORDINATE ALL WORK WITH THE
cP CONTROL PANEL ou ON UNIT RESPECTIVE TRADES AND VERIFY LOCATIONS AND
é WALL MOUNTED FIXTURE 57' GROUND @ FIRE ALARM CONTROL MODULE CS COMBINATION STARTER REQUIREMENTS FROM THE ARCHITECTURAL DRAWINGS, FIELD
o CATV CABLE TELEVISION P POLE MEASUREMENTS AND SUPPLIER SHOP DRAWINGS.
® RECESSED FIXTURE TRANSOCKET Cu COPPER PA PUBLIC ADDRESS
wd FIRE ALARM MONITOR MODULE PB PANELBOARD, PULL BOX, OR PUSHBUTTON 8. THE CONTRACTOR SHALL CHECK ALL DRAWINGS AND
® RECESSED FIXTURE - EMERGENCY I® SURFACE MOUNT PANEL ® CEILING MOUNTED SPEAKER DEMO DEMOLITION PC PLUMBING CONTRACTOR, OR SPECIFICATIONS OF OTHER TRADES AND INCLUDE IN THEIR
DISC DISCONNECT PHOTO ELECTRIC SWITCH BID ANY ADDITIONAL WORK REQUIRED BY THIS TRADE.
BOLLARD DIST DISTRIBUTION PED PEDESTAL
_GP_ | ® RECESSED PANEL A WALL MOUNTED SPEAKER DN DOWN PEND PENDANT 9. REFER TO ARCHITECTURAL DRAWINGS FOR EXACT LOCATIONS
o DPDT DOUBLE POLE, DOUBLE THROW PF POWER FACTOR AND MOUNTING HEIGHTS OF ALL LIGHT SWITCHES, POWER,
o CEILING OR WALL MOUNTED EXIT, SINGLE FACE N TRANSFORMER ) VOLUME CONTROL DPST DOUBLE POLE. SINGLE THROW PH PHASE AND COMMUNICATIONS OUTLETS. ALL OUTLETS SHALL BE
— DS DAYLIGHT SENSOR PL PILOT LIGHT MOUNTED VERTICALLY UNLESS OTHERWISE NOTED.
2 CEILING OR WALL MOUNTED EXIT, DOUBLE FACE METER O, WALL MOUNTED MICROPHONE JACK DWG DRAWING PNL PANEL COORDINATE ALL FINAL DEVICE REQUIREMENTS WITH
PP POWER PANEL ARCHITECT PRIOR TO INSTALLATION.
& SNGLE Ao g UNTED EXIT, SINGLE FACE, & CURRENT TRANSFORMER FLOOR MOUNTED MICROPHONE JACK EBU EMERGENCY BATTERY UNIT PVC POLYVINYL CHLORIDE (PLASTIC)
EC ELECTRICAL CONTRACTOR PW PRE-WIRED 10. ALL CONDUITS SHOULD BE SUPPORTED IN COMPLIANCE WITH
& Oy o WAL MOUNTED EXIT, SINGLE FACE, N MANUAL DISCONNECT cL WALL MOUNTED CLOCK ELEV ELEVATOR PWR POWER CODE REQUIREMENTS AND INSTALLED IN A MANNER AS TO
EMER EMERGENCY AFFORD MINIMUM INTERFERENCE WITH OTHER TRADES. ALL
™ gg‘b’g& Cj\gg@# MOUNTED EXIT, SINGLE FACE, ) NON-FUSED DISCONNECT @ CEILING MOUNTED/SUSPENDED  CLOCK EMT ELECTRICAL METALLIC TUBING R RELAY, OR DEVICE CONNECTED TO CONDUITS ABOVE CEILING SHALL BE RIGIDLY SUPPORTED BY
= ENCL ENCLOSURE EMERGENCY /UPS BRANCH CIRCUIT SUITABLE HANGERS FROM THE STRUCTURAL SLAB DECK OR
b 4 CEILING OR WALL MOUNTED EXIT, DOUBLE FACE, & FUSED DISCONNECT SECURITY CARD READER ER ELEVATOR RECALL RCP REFLECTED CEILING PLAN FRAMING ABOVE INDEPENDENT OF THE CEILING, CEILING
— DOUBLE ARROW ERL EXISTING TO BE RELOCATED REC RECESSED SUPPORT SYSTEM AND OTHER TRADE COMPONENTS. ALL
F EMERGENCY WALL PACK (EBU) %0 MAGNETIC STARTER ES SECURITY ELECTRIC STRIKE ES ELECTRIC STRIKE RECPT  RECEPTACLE CONDUITS SHALL BE CONCEALED UNLESS OTHERWISE NOTED
ETR EXISTING TO REMAIN RM ROOM ON DRAWINGS.
EMERGENCY TRANSFER BYPASS RELAY g] COMBINATION STARTER PT SECURITY POWER XFMR. FOR ELECTRIC STRIKE EWC ELECTRIC WATER COOLER REQD REQUIRED
EWH ELECTRIC WATER HEATER 11. FIRE RATED SEALS SHALL BE PROVIDED FOR ALL CONDUIT
Ve MOTOR 5] ELEGTRICAL STRIKE REQUEST T0 EXIT PUSHBUTTON sce SHORT CIRCUIT CAPACITY PENETRATIONS THROUGH FIRE RATED FLOORS, WALLS, AND
FA FIRE ALARM sD SMOKE DETECT(OR or; SMOKE DAMPER CEILINGS.
FAAP FIRE ALARM ANNUNCIATOR PANEL SF SQUARE FOOT (FEET
v TELEPHONE OUTLET DC SECURITY DOOR CONTACTOR FACP FIRE ALARM CONTROL PANEL SPD SURGE PROTECTION DEVICE 12. CONTRACTOR SHALL VERIFY ALL EQUIPMENT CONNECTION
FBO FURNISHED BY OTHERS SPEC SPECIFICATION CONFIGURATIONS BEFORE PURCHASE. ALL DEVICES SHOWN
v 3 PORT DATA OUTLET DP SECURITY DOOR POSITION SWITCH FLA FULL LOAD AMPERE SPST SINGLE POLE, SIN/GLE THROW ARE FOR REFERENCE ONLY, TO COMMUNICATE DESIGN
Fp FIRE PROTECTION SS SWITCH STATION /SOLID STATE INTENT, FINAL LOCATIONS SHALL BE VERIFIED PRIOR TO
v 2 PORT TELEPHONE/ 2 PORT DATA OUTLET — SECURITY CAMERA FSS FUSED SAFETY SWITCH ST SHUNT TRIP INSTALLATION. THIS NOTE SHALL APPLY TO, BUT NOT BE
FU FUSE SW SWITCH LIMITED TO, RECEPTACLES, SWITCHES, DATA PORTS,
vl TELEPHONE FLOOR OUTLET — SECURITY PAN, TILT, ZOOM CAMERA FUNR FULL VOLTAGE NON-REVERSING SWBD SWITCHBOARD AUDIO/VIDEO DEVICES, AND TELEPHONE JACKS.
__ P12 FVR FULL VOLTAGE REVERSING
DATA FLOOR OUTLET @ SECURITY MONITOR T THERMOSTAT 13. THE CONTRACTOR SHALL COORDINATE AND VERIFY ALL
_ 6C GENERAL CONTRACTOR TC TIMECLOCK ABOVE CEILING REQUIREMENTS (PLENUM, NON-PLENUM, AIR
V' TELEPHONE/DATA FLOOR OUTLET SECURITY ACCESS CONTROL PANEL GEN GENERATOR TCC TEMPERATURE CONTROL CONTRACTOR HANDLING, ETC.) AS REQUIRED BY LOCAL AUTHORITY
GFI/GFCI GROUND FAULT CIRCUIT INTERRUPTER TV TELEVISION BEFORE THE INSTALLATION AND PURCHASE OF ELECTRICAL
v TELEVISION QUTLET SECURITY CONTROL PANEL GND GROUND TVSS TRANSIENT VOLTAGE SURGE SUPPRESSION EQUIPMENT, MATERIALS AND DEVICES, WIRING, CABLING, AND
GRS GALVANIZED RIGID CONDUIT TYP TYPICAL THE ORDERING OF LIGHTING FIXTURES.
B—l HANDICAP DOOR OPERATOR PUSH PLATE MP X SECURITY MULTIPLEXER
HH HAND HOLE UH UNIT HEATER 14. CONDUCTOR SIZES INDICATED ARE MINIMUM SIZES BASED ON
HOA HAND-OFF-AUTO e UNDERGROUND 75°C COPPER CONDUCTOR. AMPACITIES OF CONDUCTORS
HP HORSE POWER UL UNDERWRITERS LABORATORY DO NOT TAKE VOLTAGE DROP INTO CONSIDERATION.
UPS UNITERRUPTIBLE POWER SUPPLY CONTRACTOR SHALL SIZE CONDUCTORS FOR FEEDERS AND
Ie ISOLATED GROUND BRANCH CIRCUITS TO PREVENT A VOLTAGE DROP EXCEEDING
IMC INTERMEDIATE METALLIC CONDUIT v VOLT 3 PERCENT AT THE FARTHEST OUTLET OF POWER, HEATING,
U IN UNIT VA VOLT AMPERE AND LIGHTING LOADS, OR COMBINATION OF SUCH LOADS,
VFD VARIABLE FREQUENCY DRIVE AND WHERE THE MAXIMUM TOTAL VOLTAGE DROP ON BOTH
KVA KILOVOLT AMPERE FEEDERS AND BRANCH CIRCUITS TO THE FARTHEST OUTLET
KW KILOWATT W WATT OR WIRE DOES NOT EXCEED 5 PERCENT, TO PROVIDE REASONABLE
WAP WIRELESS ACCESS POINT EFFICIENCY OF OPERATION.
LED LIGHT EMITTING DIODE WH WATER HEATER
LF LINEAR FOOT (FEET) WP WEATHERPROOF 15. ALL FINAL LOCATION AND ARRANGEMENTS OF LIGHTING
LRA LOCKED ROTOR AMPERAGE FIXTURES SHALL BE OBTAINED FROM THE ARCHITECTURAL
LRS LEGALLY REQUIRED STANDBY SYSTEM X- EXISTING REFLECTED CEILING PLAN.
LS LIFE SAFETY XFER TRANSFER
LTG LIGHTING XFMR TRANSFORMER 16. LIGHTING FIXTURES WITH MORE THAN TWO LAMPS SHALL
LV LOW VOLTAGE HAVE TWO OUTER LAMPS CONTROLLED WITH ONE SWITCH
Z ZONE AND INNER LAMP (S) CONTROLLED BY A SECOND SWITCH.
17. (1) EACH BRANCH CIRCUIT HOMERUN SHALL HAVE NO MORE
THAN THREE CIRCUITS. EACH BRANCH CIRCUIT HOMERUN
SHALL HAVE A SEPARATE GREEN INSULATED EQUIPMENT
GROUNDING CONDUCTOR.
18. MULTI-GANG BACKBOXES FOR DIFFERENT VOLTAGE AND
SH EET |N DEX TYPES OF EMERGENCY AND NORMAL BRANCH WIRING
DEVICES SHALL HAVE DEVICES SHALL HAVE DIVIDERS
E-000 : ELECTRICAL SYMBOLS AND ABBREVIATIONS BETWEEN DEVICES.
E-050 : ELECTRICAL SITE PLAN
E-100 : BASEMENT AND GROUND LEVEL ELECTRICAL DEMOLITION PLANS 19. PROVIDE ALL NECESSARY CUTTING AND PATCHING TO
E-101: FIRST LEVEL (EXISTING MEZZANINE) ELECTRICAL DEMOLITION PLAN PERMIT THE INSTALLATION OF CONDUIT OR ANY PART OF
E-102 : SECOND LEVEL ELECTRICAL DEMOLITION PLAN THE ELECTRICAL WORK. CONTRACTOR SHALL BE
E-103 : THIRD LEVEL (EXISTING PENTHOUSE) ELECTRICAL DEMOLITION PLAN RESPONSIBLE FOR ALL COST CAUSED BY DEFECTIVE OR
EL-200 :BASEMENT AND GROUND LEVEL ELECTRICAL LIGHTING PLANS ILL-TIMED WORK.
EL-200EM : BASEMENT AND GROUND LEVEL ELECTRICAL EMERGENCY LIGHTING PLANS
EL.201 - FIRST LEVEL ELECTRICAL LIGHTING PLAN 20. ALL WORK REQUIRED IN THE EXISTING BUILDING SHALL BE
EL-201EM : FIRST LEVEL ELECTRICAL EMERGENCY LIGHTING PLAN DONE IN A MANNER AND TIME ACCEPTABLE TO THE OWNER.
EL-202 : SECOND LEVEL ELECTRICAL LIGHTING PLAN OUTAGES AND OTHER WORK RENDERING EXISTING
EL-202EM : SECOND LEVEL ELECTRICAL EMERGENCY LIGHTING PLAN EQUIPMENT INOPERATIVE SHALL BE HELD TO A MINIMUM -
EL-203 - THIRD LEVEL ELECTRICAL LIGHTING PLAN PRIOR ARRANGEMENTS FOR EACH SHALL BE MADE WITH THE
EL-203EM : THIRD LEVEL ELECTRICAL EMERGENCY LIGHTING PLAN OWNER.
EP-200 : BASEMENT AND GROUND LEVEL ELECTRICAL POWER PLANS
EP.202 - SECOND LEVEL ELECTRICAL POWER PLAN SHALL BE REMOVED AND/OR RELOCATED AS INDICATED ON
EP-203 - THIRD LEVEL ELECTRICAL POWER PLAN THE DRAWINGS, AS DIRECTED OR REQUIRED. THIS
ES-050 - PARTIAL C-WING & G.WING SYSTEMS PLANS CONTRACTOR SHALL REMOVE ALL ELECTRICAL EQUIPMENT
ES-200 : BASEMENT AND GROUND LEVEL ELECTRICAL SYSTEMS PLANS RELEASED FROM SERVICE AS A RESULT OF CONSTRUCTION.
£S.201 - FIRST LEVEL ELECTRICAL SYSTEMS PLAN NO EQUIPMENT REMOVED SHALL BE REUSED, EXCEPT AS
ES-202 : SECOND LEVEL ELECTRICAL SYSTEMS PLAN SPECIFICALLY DIRECTED ON THE DRAWINGS.
ES-203 : THIRD LEVEL ELECTRICAL SYSTEMS PLAN
E-300 : ONE-LINE RISER DIAGRAM 22. ANY EXISTING CIRCUITS OR EQUIPMENT NOT SHOWN ON THE
E.500 - ELECTRICAL LIGHTING DETALLS DRAWINGS AND WHICH ARE LOGICALLY EXPECTED TO BE
E.501 - ELEGTRICAL DETAILS CONTINUED IN SERVICE AND WHICH MAY BE INTERRUPTED OR
E.50 - ELECTRICAL DETALLS DISTURBED DURING CONSTRUCTION SHALL BE RECONNECTED
E.601 - ELECTRICAL SCHEDULES EQUIPMENT WHICH MAY REQUIRE RELOCATION OR
E.602 - ELEGTRICAL SCHEDULES REROUTING, AS A RESULT OF CONSTRUCTION, SHALL BE
E.603 - ELEOTRIGAL SCHEDULES CONSIDERED A PART OF THE WORK OF THIS BRANCH AND
E-604 - ELEGTRICAL SCHEDULES SHALL BE DONE BY THIS CONTRACTOR WITH NO ADDITIONAL
COMPENSATION.
23. PROVIDE PATCHING OF ALL HOLES AND OPENINGS
RESULTING FROM THE REMOVAL OF EXISTING ELECTRICAL
EQUIPMENT, RACEWAYS AND BOXES. REFINISH SURFACES TO
MATCH EXISTING SURROUNDING AREA IN A MANNER
ACCEPTABLE TO THE ARCHITECT.
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DUCT BANK NOTES:

1. CONCRETE SHALL BE 2000 P.S.I. @ 28 DAYS, OR AS SPECIFIED.

2. PROVIDE REINFORCING RODS ON TOP AND BOTTOM OF DUCTS
WHEN CROSSING OR PLACED IN ROADWAYS.

3. MINIMUM COVER TO TOP OF ENVELOPE SHALL BE 24" [610mm].

@ DUCT BANK DETAILS

SHEET NOTES

COORDINATE TRENCHING AND DUCT BANK
INSTALLATION WITH TRENCH WORK REQUIRED FOR
REMOVAL AND REPLACEMENT OF CW PIPING.

2. EXISTING FIBER OPTIC CABLE TO BUILDING #2 TO BE
REMOVED AFTER NEW FIBER OPTIC CABLES ARE
INSTALLED AND OPERATIONAL.

3. ALL MECHANICAL, PLUMBING, OR ELECTRICAL WORK
THAT REQUIRES SERVICE DISRUPTIONS IN BUILDING 2
THAT WILL IMPACT THE LAUNDRY OPERATIONS SHALL
BE SCHEDULED BETWEEN NOON ON FRIDAYS TO 7:00
AM ON MONDAY (WEEKEND WORK ONLY).
COORDINATE WORK BETWEEN TRADES SO THAT
WORK OF MULTIPLE TRADES CAN BE PERFORMED
DURING THE SAME SHUT-DOWN PERIOD. ALL WORK
REQUIRING SERVICE DISRUPTION SHALL BE
COORDINATED WITH THE VA. A MINIMUM OF 2 WEEKS'
NOTICE SHALL BE GIVEN FOR ANY AND ALL SERVICE
DISRUPTIONS

KEY NOTES

K> 36" X 36" X 18" NEMA 4X STAINLESS STEEL PULL
BOX ON OUTSIDE OF BUILDING FOR TERMINATION
OF COMM. DUCT BANK. DUCTS TO RISE UP AND
TERMINATE IN THE BOTTOM OF PULL BOX. STUB
(6) 4" CONDUITS FROM PULL BOX INTO BUILDING.

@ REFER TO SHEET ES-050 FOR CONTINUATION OF
TELEPHONE, FIBER OPTIC, AND CATV CABLES TO
MAIN TELECOMMUNICATION EQUIPMENT ROOM
C-125.

<2’> REFER TO SHEET ES-200 FOR CONTINUATION OF
TELEPHONE, FIBER OPTIC, AND CATV CABLES TO
TELE /COMM RM.211 IN BLDG. 2.

@ COORDINATE INSTALLATION OF DUCT BANK TO
CROSS UNDER EXISTING ELECTRICAL UTILITY.

@ ROUTE DUCT BANK AROUND EXISTING TREE.

@ PROVIDE 3’ x 5 x 2’ DEEP AREA WELL WITH
GRATING TO PROTECT EXISTING CONDUITS AT
EXTERIOR WALL.

@ REMOVE EXISTING WALL MOUNTED JUNCTION
BOXES AND UNDERGROUND TELEPHONE AND FIBER
OPTIC CABLES BETWEEN BUILDINGS, AFTER NEW
CABLES ARE INSTALLED, TESTED AND FULLY
FUNCTIONAL.

COORDINATE INSTALLATION OF DUCT BANK RISERS
WITH EXISTING UNDERGROUND DUCT BANK
ENTERING MANHOLE 506.

DUCT BANK ENTRY AT ROOM 102
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SHEET NOTES

EXISTING EQUIPMENT, SUCH AS LIGHTING FIXTURES,
WIRING DEVICES CONDUITS, ETC., SHOWN ON PLANS TO BE
REMOVED COMPLETELY. CUT AND CAP CONDUITS AT THE
AREA OF WORK PERIMETER AND REMOVE CONDUIT WITH IN
THE WORK AREA, DISCONNECT WIRING AT THE
OVERCURRENT PROTECTIVE DEVICE AND REMOVE WIRING
COMPLETELY FROM THE ABANDONED CONDUITS.

2. ALL HOLES AND OPENINGS RESULTING FROM THE
REMOVAL OF ELECTRICAL EQUIPMENT, BOXES, AND
RACEWAY SHALL BE PATCHED AND PAINTED TO MATCH
SURROUNDING SURFACES.

3. REMOVE ALL ACCESSIBLE ABANDONED WIRING OF ALL
TYPES, OR CAP AND LABEL IN JUNCTION BOX FOR RE-USE,
IN COMPLIANCE WITH THE NATIONAL ELECTRIC CODE.

4. MAINTAIN AND RESTORE, IF INTERRUPTED, ALL CONDUITS
AND CONDUCTORS PASSING THROUGH RENOVATED AREAS
AND SERVICING UNDISTURBED AREAS.

5. ALL MECHANICAL, PLUMBING, OR ELECTRICAL WORK THAT
REQUIRES SERVICE DISRUPTIONS IN BUILDING 2 THAT WILL
IMPACT THE LAUNDRY OPERATIONS SHALL BE SCHEDULED
BETWEEN NOON ON FRIDAYS TO 7:00 AM ON MONDAY
(WEEKEND WORK ONLY). COORDINATE WORK BETWEEN
TRADES SO THAT WORK OF MULTIPLE TRADES CAN BE
PERFORMED DURING THE SAME SHUT-DOWN PERIOD. ALL
WORK REQUIRING SERVICE DISRUPTION SHALL BE
COORDINATED WITH THE VA. A MINIMUM OF 2 WEEKS'
NOTICE SHALL BE GIVEN FOR ANY AND ALL SERVICE
DISRUPTIONS.

DEMOLITION NOTES

REMOVE FIXTURE AND EXTEND WIRING TO NEW FIXTURE
LOCATION. FIXTURE SHALL BE CLEANED, RELAMPED AND
REBALLASTED PRIOR TO REINSTALLATION.

REMOVE SWITCHES NO LONGER IN SERVICE AND PROVIDE
A BLANK COVER PLATE.

REMOVE EXISTING SWITCH FOR BASEMENT STAIRWELL
LIGHT AND EXTEND EXISTING WIRING TO NEW SWITCH
LOCATION. REFER TO F1/EL-100 FOR LOCATION OF NEW
SWITCHES.

REMOVE EXISTING SWITCHES SERVING EXISTING LIGHTING
TO REMAIN AND EXTEND TO NEW LOCATION. REFER TO
F1/EL-100 FOR LOCATION OF NEW SWITCHES.

REMOVE AND REPLACE EXISTING PANEL "A" WITH A NEW
PANEL. RECONNECT EXISTING BRANCH CIRCUITS.

REMOVE AND REPLACE EXISTING PANEL "B" WITH ANEW
PANEL. RECONNECT EXISTING BRANCH CIRCUITS.

EXISTING PULL BOX AT CEILING TO BE RELOCATED. ACTIVE
CIRCUITS ROUTED THROUGH PULL BOX TO BE REROUTED
TO NEW PULL BOX LOCATION.

REMOVE EXISTING MOTOR CONTROL CENTER "MCC-D" AND
ALL ASSOCIATED MOTOR FEEDERS.

IE’ EXISTING PATRICK UTILITY MONITORING CONTROL PANELS
TO BE LOWERED ON WALL TO AVOID NEW CONSTRUCTION.
EXTEND EXISTING CIRCUIT TO NEW LOCATION.

EXISTING 200A FEEDER TO PANEL "HR" TO BE REPLACED.

EXISTING FIRE ALARM CODE TRANSMITTER PANEL TO
REMAIN.

EXISTING 400A FEEDER TO SECONDARY SERVICE
ENTRANCE SWITCH ON MEZZANINE TO BE REMOVED.

REMOVE EXISTING WIREWAY LOCATED ABOVE OFFICE
CEILING.

REMOVE EXISTING LIGHT FIXTURE AND ALL ASSOCIATED
BRANCH CIRCUIT CONDUIT AND WIRING.

REMOVE EXISTING WIRING DEVICE AND ALL ASSOCIATED
BRANCH CIRCUIT CONDUIT AND WIRING.

DISCONNECT AND REMOVE EXISTING BRANCH CIRCUIT
SERVING EXISTING MECHANICAL OR PLUMBING EQUIPMENT
BEING REMOVED.

EXISTING CONDUIT RISERS TO REMAIN.

REROUTE EXISTING CONDUIT RISER AS NEEDED.

FIXTURE TO REMAIN. REMOVE EXISTING WIRING AND
CONDUIT. REWIRE FIXTURE(S) AS SHOWN ON F1/EL-200.
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HEET NOTES

EXISTING EQUIPMENT, SUCH AS LIGHTING FIXTURES,
WIRING DEVICES CONDUITS, ETC., SHOWN ON PLANS TO BE
REMOVED COMPLETELY. CT/CAP CONDUITS AT THE AREA
OF WORK PERIMETER AND REMOVE CONDUIT WITH IN THE
WORK AREA, DISCONNECT WIRING AT THE OVERCURRENT
PROTECTIVE DEVICE AND REMOVE WIRING COMPLETELY
FROM THE ABANDONED CONDUITS.

REMOVE ALL ACCESSIBLE ABANDONED WIRING OF ALL
TYPES, OR CAP AND LABEL IN JUNCTION BOX FOR RE-USE,
IN COMPLIANCE WITH THE NATIONAL ELECTRIC CODE.

MAINTAIN AND RESTORE, IF INTERRUPTED, ALL CONDUITS
AND CONDUCTORS PASSING THROUGH RENOVATED AREAS
AND SERVICING UNDISTURBED AREAS.

ALL MECHANICAL, PLUMBING, OR ELECTRICAL WORK THAT
REQUIRES SERVICE DISRUPTIONS IN BUILDING 2 THAT WILL
IMPACT THE LAUNDRY OPERATIONS SHALL BE SCHEDULED
BETWEEN NOON ON FRIDAYS TO 7:00 AM ON MONDAY
(WEEKEND WORK ONLY). COORDINATE WORK BETWEEN
TRADES SO THAT WORK OF MULTIPLE TRADES CAN BE
PERFORMED DURING THE SAME SHUT-DOWN PERIOD. ALL
WORK REQUIRING SERVICE DISRUPTION SHALL BE
COORDINATED WITH THE VA. A MINIMUM OF 2 WEEKS'
NOTICE SHALL BE GIVEN FOR ANY AND ALL SERVICE
DISRUPTIONS.

D

EMOLITION NOTES

REMOVE EXISTING 150/3 ENCLOSED CIRCUIT BREAKER

(TRANSFER SW 2 LINE DISCONNECT) AND ASSOCIATED TAP
FEEDER FROM EXISTING MAIN SWITCH AND FEEDER TO
EXISTING ATS-2.

REMOVE EXISTING DEVICE AND ASSOCIATED BRANCH

CIRCUIT CONDUIT AND WIRING.

REMOVE EXISTING SECONDARY SERVICE ENTRANCE

SWITCH AND 400A FEEDER.

REMOVE EXISTING UTILITY METERING CURRENT
TRANSFORMER CABINET AND METER SOCKET.

REMOVE EXISTING DISTRIBUTION PANEL "MDP" AND ALL
ASSOCIATED BRANCH CIRCUIT CONDUIT AND WIRING..

@ REMOVE EXISTING MOTOR CONTROL CENTER "MCC-C" AND

ALL ASSOCIATED MOTOR CIRCUITS.

EXISTING AIR COMPRESSORS AND AIR DRYER TO BE

RELOCATED.

EXISTING 13.8 KV HIGH VOLTAGE SWITCH, 13.8KV TO

480/277V TRANSFORMER AND BUS DUCT CONNECTION TO
800A MAIN SWITCH TO BE REMOVED AND REPLACED WITH
A NEW FEEDER TO BUILDING 2 UNDER A SEPARATE
CONTRACT.

EXISTING 400A FEEDER FOR PANEL "PDC-LHE" TO BE
REPLACED WITH NEW FEEDER, ROUTED AS REQUIRED TO
ACCOMMODATE NEW BUILDING CONSTRUCTION.

EXISTING 200A FEEDER FOR PANEL "HR" TO BE REPLACED
WITH NEW FEEDER, ROUTED AS REQUIRED TO
ACCOMMODATE NEW BUILDING CONSTRUCTION.

DISCONNECT AND REMOVE EXISTING BRANCH CIRCUIT AND
ASSOCIATED STARTERS AND DISCONNECT SWITCHES
SERVING MECHANICAL OR PLUMBING EQUIPMENT BEING
REMOVED.

EXISTING CONDUIT RISERS TO REMAIN.

REMOVE FIXTURE AND REINSTALL IN LOCATION WHERE

SHOWN ON F1/EL-200. FIXTURE SHALL BE CLEANED,
RELAMPED AND REBALLASTED PRIOR TO REINSTALLATION.
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SHEET NOTES

EXISTING EQUIPMENT, SUCH AS LIGHTING FIXTURES,
WIRING DEVICES CONDUITS, ETC., SHOWN ON PLANS TO BE
REMOVED COMPLETELY. CT/CAP CONDUITS AT THE AREA
OF WORK PERIMETER AND REMOVE CONDUIT WITH IN THE
WORK AREA, DISCONNECT WIRING AT THE OVERCURRENT
PROTECTIVE DEVICE AND REMOVE WIRING COMPLETELY
FROM THE ABANDONED CONDUITS.

2. REMOVE ALL ACCESSIBLE ABANDONED WIRING OF ALL
TYPES, OR CAP AND LABEL IN JUNCTION BOX FOR RE-USE,
IN COMPLIANCE WITH THE NATIONAL ELECTRIC CODE.

3. MAINTAIN AND RESTORE, IF INTERRUPTED, ALL CONDUITS
AND CONDUCTORS PASSING THROUGH RENOVATED AREAS
AND SERVICING UNDISTURBED AREAS.

DEMOLITION NOTES

E’ DISCONNECT AND REMOVE ALL CONDUIT, AND WIRING AND
LIGHTING FIXTURES.

NOT USED.

DISCONNECT AND REMOVE MOTORS AND DISCONNECT SWITCH.

DISCONNECT AND REMOVE ALL DEVICES AND ALL CONDUIT AND
WIRING FOR DEVICES.

DISCONNECT AND REMOVE LIGHTNING PROTECTION
CONNECTION TO EXISTING MECHANICAL EQUIPMENT BEING
REMOVED.

DISCONNECT AND REMOVE PORTION OF HORIZONTAL
LIGHTNING PROTECTION CABLE RUNNING ALONG EAST ROOF
PARAPET.

DISCONNECT AND REMOVE LIGHTNING PROTECTION VERTICAL
CABLE CONNECTION BETWEEN UPPER AND LOWER ROOFS.
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